ALL SPOIL MATERIAL EXCAVATED FROM TRENCHES

SHOULD BE EXPORTED FROM CITY PROPERTY. ALL

TRENCHING MUST COMPLY WITH FEDERAL OSHA
REQUIREMENTS.

RESTORE FINISH SURFACE OF ALL TRENCHES ON CITY
PROPERTY TO ORIGINAL OR BETTER CONDITION.
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BORROW COMPACTED IN 8" LIFTS TO 95%
MAXIMUM STANDARD PROCTOR DENSITY

FINE MATERIAL (MINUS 3/4") COMPACTED TO 95%
MAXIMUM STANDARD PROCTOR DENSITY OR THE
EQUIVALENT

12" MIN.

TOP OF PIPE

PIPE MUST BE PROPERLY BEDDED ACCORDING TO
EXISTING SOIL CONDITIONS PER THE PIPE
MANUFACTURER'S SPECS
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